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CONSTRUCTION STANDARD FOR:  Swivel x Solid Adapter (SSA) Effective: 4-1-03
for 6” to 12” Water Mains
Prepared by: JAZ

Supersedes: New Approved by: JGL

GENERAL
The intent of this Construction Standard is to specify the materials and installation of a
swivel x solid adapter (SSA) for retaining a M.J. valve to a M.J. tee in 6" to 12" diameter

water mains. Swivel x solid adapters shall be installed only where indicated on project
drawings or as directed by the Engineer.
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